Ubic Envirocare Lab

KARANATH COMPLEX, NO: 28, lind FLOOR, PATTURAIKKAL, THRISSUR - 680022
PH : 0487 - 2330175, Mob : 5037555788, Fax : 04885 -287988,
E-mail - ubicenvirocare@yahoo.com

ANALYSIS REPORT

Sample Receipt - 01.03.2021
Date of Issue - 04.03.2021

Standard referred by :-15:10500:2012

: - UL/OT61
: - Well Water Sample
: - The Party

Sample no
Sample name
Sample submitted by

TO,
AMRITHA VIDYALAYAM

PANCHIKKAL, AYYANTHOLE

THRISSUR
Sl 1 Parameters tested Unit " Method of Test Results Acceptable Limit as per |
No i ! : : L IS:-10500-2012 '

PHYSICAL EXAMINATION = : ,

T T etour P v 1T . BN 5 i
| 2. | Taste & Odour - 15:3025( 5)—1983 Agreeable | Agreeable !
3. | Turbidity e e R G I 1S:3025(10)—198¢ | 08 | _.__I_‘{TU i
4. { Electrical Cenductivity p:,"cm i 1S:3005(14) -1084 . 151ps/cm i 2 |‘

5. 1 Total Dissolved Solids Mg/l | 15:3025(16) -1984 | 90 500 Mgn

TCHEMICAL EXAMINATION

6. | Ph pll unit 15:3025(11) -1983 6.9 6.5-8.5

"7. |lron(as Fe) Mg/1 1$:3025(32) ~2003 0 | o neNgl

a1 Alkalinity R i s ME‘Q T 18:3025(13) - 1'6'3“6_'___" 6T : 200 Mg/l !

I"g. | Chloride(asCl) T Mg/l ] is:3025(32) 1988 | T | 250Mg/l ]

"10. | Residual chlorine Mg/l 1S:3025(26) ~1986 Nil 0.2 Mg/1 i

“11. | Silica — " Mg/l__| 18:3025(35) -2003 2 By 1|
12. | Fluoridefas F) Mg/1 15:3025(23) -2008 0.02 1.0 Mg/l !

713, | Acdity i T Mg/l | 15:3025(22) -1986 10 ) ¢S
14, | Total Hasdness Mg/ 15:3025(21) -1082 §1.6 200 Mg/! .
15. | Calcium(as Ca) Mg/! 15:3025(40) 1991 10.4 75 Mg/1 |

16 | Magnesium(asMg) Mg/ 1$:3025(33) -1994 | 6.7 T30 Mg/ i

T17. | Manganese(asMn) Mg/1 15:3025(59) 2006 "0.03 0.1 Mg/1 1

18, | Sulphate(as SO:) | Me/ 1S:3025(24) - 1986 3.05 . 200Mg/l |
10, | Nitrate (as NO2) T Me/l | 15:3025(34)-1988 | 2.18 a5 Mg/l ‘
BACTERIOLOGICAL ANALYSIS |

R R 5 = ' aains Shall not detectable in |

! No. of E.coli/ 100m] " 15:1622--1981 Absent/ 100ml any 100ml sample

REMARKS: Tested parameters are within the standards.

CHEMIST

APPROVED BY KERALA STATE POLLUTION CONTROL BOARD




